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NOT TO SCALE

DISCLAIMER:
The use of this standard is governed by the
is mode by the City of Wichita Falls for any
far the conversion of this standard to other

56’ X 36” ALUMINUM ACCESS DOOR, BILCO,
MODEL ..C—2Ai. OR APPROWD EQUAL
REINFORCED FOR AASH1’O H20 WhEEL

LOADING WHEN APPLICABLE

FINAL ~ADE PRE—CAS1’ CONCRETE VAULT
(SUBMIT TO CITY ENGINEER

FOR PRIOR APPROVAL)

TRANSITION COUPLING
(1w.)

FLOW

BLIND FLANGE WiTh t TAP. 3’ BRASS I
NIPPLE. T BRONZE GATE VALW WiTh
NANDWHEEL (FIP X FIP). 3” MIP X 2—1/2’
FIRE HOSE CONNECTION ADAPTER. VAUlt BOX AND COWR (TYP.)

FLANGED GATE VALVE (TsP.)

FLANGED TEE WITh
3 FlANGE OUTLET
(TEST POINT)

DI. SPOOL
(FLANGE X P.E.)

DI. SPOOL
(FLANGE X P.E.) (‘NP.)

12’

FLANGE COUPUNG ADAPTER

FLANGED TEE (‘NP.)

SUMP (MINIMUM 12” X 12’ X 3’)

SECTION

PIPE STANDS (TV?.)

METER (SIZE AND TYPE AS SPECIFIED)

ROCK FOUNDATION (I” TO 1—1/4”
CRUSHER RUN COMPACTED TO 90%
STANDARD PROCTOR)

I APPROVED

IL4L..
CITY ENGINE R DATE
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